In operating air conditioning equipment, often the user selects the temperature setting at the lowest temperature setting, for example at a temperature setting of 16oC to 18oC. This can result in a waste of electrical energy, where the lower the temperature setting chosen, the longer the compressor works to reach room temperature according to the temperature setting chosen. Another thing that can cause the waste of electrical energy from the operation of air conditioning equipment is in the case of the user's ignorance of the amount of consumption of electrical energy consumed by the air conditioning equipment.
the temperature regulation of the air conditioning equipment in operation settings 24oC to 27oC in energy saving operation mode, so as to minimize the occurrence of waste of electrical energy from the air conditioning equipment.
